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NOTA/ NOTE:

- Tabloul TAAR. se va livra cu grupul electrogen.

The TaAR. board will be delivered together with the power unit.
- Comanda ventilatorului se va face din tabloul T AAR. (porneste in
acelasi timp cu grupul electrogen).

The fan will be controlled from the TA.AR. board. (starts at the
same time as the power unif).

LEGENDA / LEGEND:

- Contactor electromagnetic tripolar 16A, 400V, 50Hz
Three-poles electromagnetic contactor 16A, 400V, 50Hz

- Ventilator grup electrogen 1.5kW, n=1500rot/min, 230/400V, IP54
Fan generator 1.5kW, n=1500rot/min, 230/400V, IP54

c.B.g - Cutie cu butoane / Box of buttons
F1,F2 5] -Firida/ Niche
|2 -Tablou electric / Electric board
Dulsp |Z - Dulap prevazut in proiectul E.A.P.
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Closet stipulated in the project E.A.P.
Dulsp ["] -Dulap prevazutin prolectul EAP.
LC Closet stipulated in the project E.A.P.
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Reabilitarea liniei de cale ferata Bragov - Simeria, parte componenta a coridorului Proiect/Proiect
IV Pan European, pentru circulatia trenurilor cu viteza maxima de 160 km/h, rolecvrrgjec
Tronsonul : Brasov - Sighisoara 2004/R0O/16/P/PA/003

Rehabilitation of the railway line Bragov - Simeria, component Part of the IV Pan-European
Corridor, for the trains circulation with maximum speed of 160 km/h,
Section : Brasov - Sighisoara
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